WeELINETN HEIGHTS / CA.Co

GRE PERMIT NEEDED

BRICKYARD 16kV 0/0 BANDINI SUB AT cuWs w/sipe 5. PITMAN AU,

=

PITMAN Uy o /o BELYEPEIRE SU f; ;V / o 2{2 7H;Vj§fr -55422(_) S30BOTE
¢ ADD ; ’ \ N
N
=)
4 POLE 9377E ARk §
50' Class C2 i ' é;

IN: 1~ POLE 50" CLASS 2 WOOD FULL TREAT

IN: 1~ XA SNGL FB 10" STEEL PINS N/BOND
IN: 1= XA SNGL FB 10" STEEL PINS SECONDARY

.00t
A0Cl-8F—-2X3
AI91-Y9eE—€ X3
Niy—-87—1:X3
Mr—-82-£X3

1

}
F & 4 prckynw IN: - XA SNGL VB 10" STEEL PINS ! l
io s s IN: 4~ INS POLY WI/PIN 12KV CLUP #6-4/0 CU {
L7 14 3 priman IN: 3~ INS POLY VI/PIN 16KV CLMP #4-653 ACSR l

IN: 2— SEC ROLLER (166-CLEVIS & SPOOL)
IN: 1— SEC 2" PVC FOR UNDER ARM W/f2 TW
IN: 3— SEC STEEL PIN & INS — PHASE

IN: 1= GR OH #6 SOL WP PRIMARY W/ROD

HARD SET WEST]

1ETE RM 937 l
L//\( @ I \CJS c5 / 1
RM: 1 POLE 40° CLASS 5 WOOD FULL TRE C . ’,_l' }

'

¢ —

|

FR: 1 MISC POLE TOP EXTENSION 5 STEEL & VOOD NC 15 $§§ )
RM: 1- XA SNGL FB 10’ STEEL PINS N/BOND 513 =T8N
RM: 1~ XA SNGL FB 10' STEEL PINS SECONDARY g 1o
RM: 1- XA SNGL VB 10" STEEL PINS - S ES
RM: 3- INS GLASS & PIN 4KV &, HUBBARD ST
TRANSFERS: RM: 1= INS NEUT GLASS & PIN 4KV
3— 336A 16kV (N&S) RM: 3~ INS POLY Vi/PIN 16(25)KV CLMP #4-336 ACSR P Y
3 RM: 2- SEC ROLLER (166-CLEVIS & SPOOL) — T T Soumesn cauroriA
3= 2B 4kV (N&S) RM: 1~ SEC 2" PVC FOR UNDER ARM Vi/f2 TW !!& EDISON
1— 4B 4kV (N&S) RM: 3- SEC STEEL PIN & INS — PHASE N An EDISGH NTERNATIONAL Company
3— 4B 120V (N&S) RM: 1~ GR OH #6 SOL WP PRIMARY W/ROD §
2 4AT SVC TR: CAP BNK FX 150KVAR 4KV 3P W/17° FH B22 , GPS )
1— CAP BANK 150KVA FA Q1809
1— 6" MAST ARM ST/LT 118-11-18.8 NOT TO SCALE
SET ]N SAME HOLEL OR SET—— l- HARD SETL- DISTR]CZT2 VONTEBELLO PROJ. MGR. RODRIGUEZ, JOHN T. FLANNER gggRl‘_lglz_(z), 5C:lzRQIS
= PHONE 909-469-0219 PHONE —322—.
ENVIRO REVIEW N |HAND SET N | SPECIAL EQUIP NEEDED| p FOREMAN TRUCK NO. lP/E TNVENTORY 1AP NO, THOMAS GUIDE ‘GRID R DESo R, o 001
122—-4230—-1 635—-D7 _U.
JOINT MEET DED
- PERMIT NEE Y IF YES WHAT IS NEEDED? 30 340 ;: E;EEASS gﬁfﬂlgf T0 glﬁgcksn 7L0AD |éjlgf);2\'2 sgdwsmssg ASSOCIATED' DESIGN NO-
TRUCK ACCESS v |NETCOMM SHEET N PRODUCT/SAP_NO. PRODUCT/SAP NO. PRODUCT/SAP NO.
= 698638 - DET POLE REPLACEMENT
VEMENT REPAIR v |RIGHTS CHECK N |EST. TIME TO REPLACE PROPOSED CONSTRUCTION (LOCATION)
ALT PED TRAFFIC CONTROL) v 48 MAN HRS 667 DITMAN AVE
" y | OUTAGE y | CONTACT CATV N EAST LOS ANCELES
SHEET JOB NO.
B 3%3 CSD—-140 N MITC POLE N TYPE| APPROVED BY| DATE CHECKED BY | DRAWN BY PAX #
. 8 = Southern California Edison Company OF 490366—0 01




S AUTHORIZATION FOR JOINT POLE TRANSACTION J.P. FORM 2-1 Preliminary 1/95
ate . e . ) . ) - )
Prepared 21412014 This authorization is in accordance with Joint Pole Agreement and Routine. The undersigned have agreed on joint work as specified hereon.
Est.
Date Confirming In By [ const. No. of JP.
Sent Agreement Field Telephone Start Pages 5 Auth.No. E6022-000405842689
UTILITY REPRESENTATIVE | DISTRICT-DIVISION-EXCHANGE APPROVED TAXING INSTRUGTIONS ACCOUNTING DATA
E J. T.RODRIGUEZ  |MONTEBELLO J. T. RODRIGUEZ MONTEREY PARK TD 698638
HLA
NG
ATC
ATS
Pole Trt Record Proposed
POLE NO. Lo | vear | o ltem LOCATION AND NATURE OF WORK
p— 16KV 16KV
Anchor | S€ | Anchor No. If not in accordance with Joint Pole agreement and routine-state reasons.
Size Direct. E H]_A NG E HLA NG
E TO REPLACE PER SEC. 7.11, 19.6, 14.3 1
9377E 45 11927 F4T 39-9 23-5 24-1 C-9 PTD DITMAN ST W/S 50' N/O HUBBARD ST, EAST LA 9
1/13(1) 5C |TOP POLE 3
1/3(1) 3X3 10C |CONCRETE REPAIR 4
5
9377E 50 FZT 43-13 | 23-5 24-1 DITMAN ST W/S 50' N/O HUBBARD ST, EAST LA 6
;’; HARD SET WEST
113(1) I 15B |VIS STRIPS 3
9
10
11
12
13
POLE LEGEND: L =LOWER TOP(llem 5€) 2~ S ) VPIJ.P.-03
P=PULL (tem 5A)  G(XX) = FOOTAGE CUT " CO‘ % #0013
PB = PULL BUTT SCZ = SAFETY CLEARANCE ZONE Show Quantity of >\ ¢ .
T=TRANSPORT (ltem 5B) Items to be billed GEOGRAPHICAL LOCATION OF“G'NAL SEI\‘?V‘F
S = SALVAGE ANCHOR/ARM LEGEND: in the Column of JPA OHGANlZA 10N
D = DISPOSE (ltem 5D) AR = ANCHOR/ARM REMOVED Party to be Paid. ! 2/
TN = TENANT AT = ANCHOR/ARM TRANSFERRED EAST LA DATE SENT ol Nt
COMMUNITY T




